As the unconstrained integration of distributed photovoltaic (PV) power into a power grid will cause changes in the power flow of the distribution network, voltage deviation, voltage fluctuation, and so on, system operators focus on how to determine and improve the integration capacity of PV power rationally. By giving full consideration to the static security index constraints and voltage fluctuation, this paper proposes a maximum integration capacity optimization model of the PV power, according to different power factors for the PV power. Moreover, the proposed research analyzes the large-scale PV grid access capacity, PV access point, and multi-PV power plant output, by probability density distribution, sensitivity analysis, standard deviation analysis, and over-limit probability analysis. Furthermore, this paper establishes accessible capacity maximization problems from the Institute of Electrical and Electronics Engineers (IEEE) standard node system and power system analysis theory for PV power sources with constraints of voltage fluctuations. A MATLAB R2017B simulator is used for the performance analysis and evaluation of the proposed work. Through the simulation of the IEEE 33-node system, the integration capacity range of the PV power is analyzed, and the maximum integration capacity of the PV power at each node is calculated, providing a rational decision-making scheme for the planning of integrating the distributed PV power into a small-scale power grid. The results indicate that the fluctuations and limit violation probabilities of the power system voltage and load flow increase with the addition of the PV capacity. Moreover, the power loss and PV penetration level are influenced by grid-connected spots, and the impact of PV on the load flow is directional.
Introduction
In recent years, photovoltaic (PV) power generation has developed rapidly, and the proportion of PV installed capacity in the power grid is increasing. It is estimated that by the end of 2020, the total globally installed capacity of PV power generation will reach 303 GW [1] [2] [3] [4] . Like the wind power system, the scalability of PV power generation causes a large-scale grid connection, which will change the system power flow distribution, and even reverse the power flow. Moreover, it will bring voltage fluctuations or voltage over-limits, which will be on the grid. At present, research on the impact of wind power grid-connected power systems is relatively mature, but research on of [29] proposed a probabilistic power flow calculation method by combining a semi-invariant and Gram-Charlier series expansion. In the literature [30] , a probabilistic power flow algorithm based on a stochastic configuration point method was proposed based on the uncertainty quantization theory. In the literature [31] , the Monte Carlo method was used as the reference value, and the power system with wind and PV power generation was considered as the analysis object. The accuracy of the calculation results of the lower-invariant method for different potentials was compared.
The accessible capacity of the distributed PV power source indicates the maximum capacity of the PV power supply to access the network under the constraints of various technical indicators of the power system [32] . The present research on the accessible capacity of the distributed power sources has yielded certain results. The authors of [33] proposed a method for calculating the admission capacity based on the dynamic load security domain, and analyzed the impact of different load levels and of the location of the distributed power grids on the accessible capacity. The authors of [34] established a distributed power supply capacity optimization model considering the current protection constraints of the distribution network, and made an intelligent algorithm to solve the model. In the literature [35] , based on the voltage-adjusted maximum admission capacity calculation method, a voltage control strategy was proposed in order to improve the operating state and the PV penetration rate. The output fluctuation of the PV power supply causes node voltage fluctuations. The existing literature is mostly limited to the static safety index constraints, such as voltage deviation and network power flow, while research on the voltage fluctuation constraints is relatively rare. The literature [36, 37] has pointed out that voltage waves should be considered when calculating DG accessible capacity dynamic impact, but there is still a lack of analysis for the impact of different power factors on the accessible capacity of PV power.
In this paper, the steady-state model of the PV power generation system is established. Quantitative research is carried out by considering the correlation of the PV power plant output from the perspectives of PV access capacity and PV access point, based on the Institute of Electrical and Electronics Engineers (IEEE) 14-node system and on two provincial-level power grids in Pakistan. The impact of the large-scale centralized PV grid is also studied when the grid is connected to the system node voltage and branch current. The accessible capacity maximization problems of the distributed PV power supply are established by taking into account the voltage fluctuations of each node of the distribution network, as well as the traditional static safety index constraints. Based on the genetic algorithm, to solve the model, we consider the different power factor operating conditions of the PV power supply, analyze the impact of the output fluctuation on the accessible capacity, and provide a reasonable decision-making scheme for the access planning of the distributed PV power supply in the small-scale power grid. Moreover, this paper establishes a maximum integration capacity optimization model of the PV power, according to the different power factors for the PV power. Moreover, the proposed research analyzes the large-scale PV grid access capacity, PV access point, and multi-PV power plant output by probability density distribution, sensitivity analysis, standard deviation analysis, and over-limit probability analysis.
The rest of the paper is organized as follows. Section 2 provides the PV power flow calculation modeling. Section 3 gives the analytical calculations of the probabilistic modeling of the PV grid and its impact on the system performance. Section 4 gives the voltage characteristics analysis. Section 5 provides the simulation results and analysis, while Section 6 concludes the paper.
PV Power Flow Calculation Modeling

The Composition of the Power Flow Calculation Model of the PV Power Generation System
PV power generation units mainly include PV cell arrays, control modules, inverters, and other parts. In the trend impact analysis, the modeling of the PV power generation unit does not need to consider the dynamic characteristics of the control system adjustment process, and only needs to care about its steady-state output result. The characteristics and converter configuration give the corresponding electric power output sequence. The steady state model has the following three characteristics:
(1) The inverter appears as a power balance equation on the AC and DC side in the PV steady state model; (2) From the implementation of the maximum power point tracking (MPPT) control [38] , the active output of the steady-state model is approximately equal to the current illumination intensity and the maximum PV power (except for the limited power control); (3) Each closed-loop control adjustment process is not considered in the steady-state modeling.
Therefore, the steady-state model of PV power generation includes two parts in the dotted line box in Figure 1 . The active power actually injected into the grid by the PV power generation system is always maintained at the maximum power point, which is guaranteed by its MPPT control, and the system is used for power flow calculation [39] [40] [41] [42] [43] . The PV power generation system model is shown as follows:
where P is the active power actually injected into the grid by the PV unit, P PV (V) is the active-voltage relationship (P-V characteristic) of the PV array, η is the converter conversion efficiency, and P SET is the limit output command value of the grid dispatch. In the power flow calculation, the PV grid-connected node is treated as a active reactive power (PQ) node, and the reactive power output of the PV power plant is set to zero. It can be known from Equation (1) that the active output of the PV system is an optimization problem, and the P-V characteristics of the PV array are required in the power flow calculation. (2) From the implementation of the maximum power point tracking (MPPT) control [38] , the active output of the steady-state model is approximately equal to the current illumination intensity and the maximum PV power (except for the limited power control); (3) Each closed-loop control adjustment process is not considered in the steady-state modeling.
where is the active power actually injected into the grid by the PV unit, is the activevoltage relationship (P-V characteristic) of the PV array, is the converter conversion efficiency, and is the limit output command value of the grid dispatch. In the power flow calculation, the PV grid-connected node is treated as a active reactive power (PQ) node, and the reactive power output of the PV power plant is set to zero.
It can be known from Equation (1) that the active output of the PV system is an optimization problem, and the P-V characteristics of the PV array are required in the power flow calculation. 
Power Flow Calculation of the PV Power System Based on the MPPT Control Model
In practice, the output voltage of a single PV cell is low and the output power is small. To match the input voltage requirement of a large-capacity converter, it is generally necessary to connect a large number of PV cells in series to form a PV module in order to increase its output voltage. The PV cell array structure is shown in Figure 2 , which is used to increase the capacity utilization of the inverter. For the purpose of a unified MPPT control and mitigating the hot spot effect, the PV cells with the same PV array are required to be as similar as possible in the characteristics, so the difference can be neglected in the modeling. The output current and of the PV array are shown as follows:
where , , , and denote the number of parallel connections, the number of serial PV cells, the output current of the PV cell, and the output voltage of PV cell, respectively. Based on the above structure, the steady state construction of the PV cell is used in this paper, for which the analog equivalent circuit is shown in Figure 3 , where is the photo-generated current of the semiconductor PN junction, is PN junction forward conduction current, and are the leakage resistance and contact resistance between the electrodes on both sides of the PN junction, and is the inter-electrode leakage current. 
In practice, the output voltage of a single PV cell is low and the output power is small. To match the input voltage requirement of a large-capacity converter, it is generally necessary to connect a large number of PV cells in series to form a PV module in order to increase its output voltage. The PV cell array structure is shown in Figure 2 , which is used to increase the capacity utilization of the inverter. For the purpose of a unified MPPT control and mitigating the hot spot effect, the PV cells with the same PV array are required to be as similar as possible in the characteristics, so the difference can be neglected in the modeling. The output current I and V of the PV array are shown as follows:
where N P , N S , I CELL , and V CELL denote the number of parallel connections, the number of serial PV cells, the output current of the PV cell, and the output voltage of PV cell, respectively. Based on the above structure, the steady state construction of the PV cell is used in this paper, for which the analog equivalent circuit is shown in Figure 3 , where I PH is the photo-generated current of the semiconductor PN junction, I D is PN junction forward conduction current, R L and R S are the leakage resistance and contact resistance between the electrodes on both sides of the PN junction, and I L is the inter-electrode leakage current. The characteristic function is a single exponential equivalent model [29, 30] , as follows:
where is the diode reverse saturation current, is the charge of the element, is the Boltzmann constant, is the diode constant, and is the ambient temperature. Some physical quantities of Formula (3) are not easy to obtain in an engineering application. The more common parameters are short circuit currents ( ), open circuit voltage ( ), maximum the power voltage ( ), and maximum power current ( ), which are provided by the manufacturer under rated light intensity ( ) and temperature ( ) conditions. The characteristic quantity (standard condition defines the temperature is 25 °C, the light intensity is 1000 W/m 2 ), and the variation of these characteristic quantities can be calculated according to Formula (4), under the condition of any light intensity ( ) and temperature ( ), deviating from the rated condition, wherein , , are the compensation coefficients, and is the base of the natural logarithm. In this paper, = , ≈ , and ≈ ∞ are approximated in the modeling, so that the external characteristics of the PV cell are simplified to Formula (5), and the relationship between parameters , and the respective feature quantities, is as shown in Formula (6). The characteristic function is a single exponential equivalent model [29, 30] , as follows:
where I 0 is the diode reverse saturation current, q is the charge of the element, k is the Boltzmann constant, A is the diode constant, and T is the ambient temperature. Some physical quantities of Formula (3) are not easy to obtain in an engineering application. The more common parameters are short circuit currents (I SC0 ), open circuit voltage (V OC0 ), maximum the power voltage (V m0 ), and maximum power current (I m0 ), which are provided by the manufacturer under rated light intensity (G STC ) and temperature (T STC ) conditions. The characteristic quantity (standard condition defines the temperature is 25 • C, the light intensity is 1000 W/m 2 ), and the variation of these characteristic quantities can be calculated according to Formula (4), under the condition of any light intensity (G) and temperature (T), deviating from the rated condition, wherein a, b, c are the compensation coefficients, and e is the base of the natural logarithm. In this paper, I PH = I SC , R s ≈ 0, and R s ≈ ∞ are approximated in the modeling, so that the external characteristics of the PV cell are simplified to Formula (5), and the relationship between parameters m, n and the respective feature quantities, is as shown in Formula (6).
By substituting Equation (2) into Equation (5), the I-V relationship of the PV array is obtained, and the P-V characteristic of the PV array can be obtained as shown in Equation (7), which is a single peak function. According to Equation (1), the output of the PV power generation is the maximum value of the PV relationship. Therefore, Equation (7) is derived and the derivative function is 0. The only zero point is the maximum power point of PV, as shown in Equation (8) .
The actual grid-connected PV power station consists of a large number of PV power generation units connected in parallel, and the existing research is simulated by multiplying the output of a single PV power generation unit.
Probabilistic Power Flow Calculation with PV Power Generation and Its Impact of Power Grid
Overview of Probabilistic Power Flow Calculation with PVs
The power flow calculation is essentially solving two nonlinear equations, as in Equation (9), where Y is the node injection power; X is the grid state quantity, which includes the node voltage amplitude and phase angle; and Z is the power flow calculation result. The output variable is usually selected among the branch current, network loss, and node voltage amplitude.
The probabilistic load flow calculation mainly considers the randomness of some variables in the injected power vector (Y). The purpose is to solve the probability distribution of the system state variable (X) and the output variable (Z) by the statistical characteristics of the random variable.
For the PV probability model, the authors of [9] and [18] considered that the light intensity obeys the Beta distribution and the normal distribution, respectively. A large number of measured data show that the Beta distribution can better describe the light intensity distribution characteristics, and the probability density function of the illumination intensity (G) can then be described as follows:
where G max is the illumination peak, and α, β are the Beta distribution fitting parameters.
In this paper, when we study and analyze the influence of grid-connected PV power plants on the power flow of the system, the output power of PV power generation varies randomly with the light intensity, and the output reactive power is constant at zero. Considering the accuracy of the calculation results, the non-sequential Monte Carlo method is used to calculate the probabilistic load flow. The process of calculating the probability flow using PVs is shown in Figure 4 . calculation results, the non-sequential Monte Carlo method is used to calculate the probabilistic load flow. The process of calculating the probability flow using PVs is shown in Figure 4 .
Start Input grid power, load, line parameter, light intensity, distribution fitting parameters α, β; Temperature T and number of samples N
Number of iterations K=1
Extract the light intensity G according to the Beta distribution
Calculate the PV cell characteristic quantity VOC, Vm, Isc, Im according to equation (4) Calculate the P -V retention coefficient m, n of the PV cell from equation (6) Find the fPV(V) even if equation (8) 
Probabilistic Power Flow Calculation from the Correlation of PV Power Plant Output
Because the PV output is mainly affected by the light intensity, the solar-terrestrial movement is considered. Therefore, when considering the calculation of the power flow of multiple PV power plants connected to the power grid, the output of the PV power plants with similar geographical locations tends to have a strong correlation. In this paper, the Monte Carlo sampling method is still used in the calculation of probabilistic tidal currents, and samples are generated by the Latin Hypercube-Cholesky Decomposition technique for considering correlation [37] [38] [39] [40] [41] [42] . 
Because the PV output is mainly affected by the light intensity, the solar-terrestrial movement is considered. Therefore, when considering the calculation of the power flow of multiple PV power plants connected to the power grid, the output of the PV power plants with similar geographical locations tends to have a strong correlation. In this paper, the Monte Carlo sampling method is still used in the calculation of probabilistic tidal currents, and samples are generated by the Latin Hypercube-Cholesky Decomposition technique for considering correlation [37] [38] [39] [40] [41] [42] .
Taking the consideration of three PV power plant accesses as an example, given the Spearman rank correlation coefficients of the outputs, ρ 12 , ρ 23 , and ρ 13 , the correlation coefficient matrix can be formed as Equation (11).
The principle is applied to the sampling links in the Latin hypercube method, to generate a set of PV power plant output sequences reflecting their respective edge distributions. The correlation coefficient information is introduced into the sorting step in the cubic method, by continuously adjusting the order of each sequence data, in order to conform to the specified cross-correlation [40] [41] [42] [43] . Therefore, it can be ensured that the generated samples are consistent with the respective edge distributions of the PV powers of different power stations, and the samples also meet the power-related correlation between power stations. The algorithm flow for adjusting the sequence of random output sequences is shown in Figure 5 . Taking the consideration of three PV power plant accesses as an example, given the Spearman rank correlation coefficients of the outputs, , , and , the correlation coefficient matrix can be formed as Equation (11) .
The principle is applied to the sampling links in the Latin hypercube method, to generate a set of PV power plant output sequences reflecting their respective edge distributions. The correlation coefficient information is introduced into the sorting step in the cubic method, by continuously adjusting the order of each sequence data, in order to conform to the specified cross-correlation [40] [41] [42] [43] . Therefore, it can be ensured that the generated samples are consistent with the respective edge distributions of the PV powers of different power stations, and the samples also meet the powerrelated correlation between power stations. The algorithm flow for adjusting the sequence of random output sequences is shown in Figure 5 . The order value in the flow refers to the sorted position value of the actual value in the sequence (both in ascending order), and the Spearman rank correlation coefficient is only related to the sequence of sequential values, regardless of the size of the actual value.
Analysis of the Influence of Large-Scale PV Grid-Connected Power Flow
The influence of a large-scale PV grid-connected grid power flow mainly includes the influence on the node voltage and branch power. The following influencing factors-PV access capacity, PV access points, and PV output correlation-can comprehensively analyze the impact of a large-scale PV grid-connected on system power flow.
(1) PV access capacity is used to calculate the probability density distribution of the voltage and power under different PV access capacity.
In addition, to further analyze and compare the influence degree of the PV grid-connected on each branch tidal current, the branch power is calculated by the probabilistic power flow and the original when there is no PV grid connection. The standard deviation of the ratio of the branch power is used as an indicator to measure the degree of active power dispersion of each branch. Under different PV access conditions, the probability of an over-limit is calculated and is further explained by sensitivity analysis. (2) PV access points are used to calculate the expected value of the system network loss under different PV access points, analyze the characteristics of the system power flow distribution when the PV access point changes, and give a reference basis for selecting the PV network location. (3) According to the correlation degree of the PV power plant output, the correlation of the PV output is divided into three levels-high correlation, medium correlation, and low correlation. The PV output correlation is also used to calculate the probability density distribution of the voltage and power under different correlation coefficients, to analyze the fluctuation range, and to obtain the influence of the PV output correlation on grid power flow.
Voltage Characteristics Analysis
The traditional distribution network is generally an open-loop operation, and the single-supply radial structure network shown in Figure 1 can be used to equilibrate the normal operation of the distribution network [12] . As the feeder line length in the low-voltage distribution network is usually short, the feeder can be ignored. At the same time, it is considered that the PV power supply distributed to the distribution network often relies on the user's roof construction, and the capacity is small. It is reasonable to assume that it does not have a pressure regulation capability.
In Figure 6 , the feeder has a total of n nodes. Node 0 represents the bus of the distribution network, which is the common connection point with the upper network. Nodes 1 to n represent the other nodes in the distribution network. If its power value is set to 0, it means that there is no PV power or load on the node. R k + X k and P k + jQ k represent the equivalent impedance of the kth feeder and the power flowing through the feeder, respectively. P DG,k + jQ DG,k and P L + jQ L represent the PV power output at node k and the load power, respectively. The order value in the flow refers to the sorted position value of the actual value in the sequence (both in ascending order), and the Spearman rank correlation coefficient is only related to the sequence of sequential values, regardless of the size of the actual value.
Analysis of the Influence of Large-Scale PV Grid-Connected Power Flow
Voltage Characteristics Analysis
In Figure 6 , the feeder has a total of nodes. Node 0 represents the bus of the distribution network, which is the common connection point with the upper network. Nodes 1 to represent the other nodes in the distribution network. If its power value is set to 0, it means that there is no PV power or load on the node. + and + represent the equivalent impedance of the th feeder and the power flowing through the feeder, respectively.
, + , and + represent the PV power output at node and the load power, respectively. According to the power system analysis theory [11] , when the distributed PV power source is not connected, the voltage deviation ∆ % of the node at the feeder is given as follows: Figure 6 . PV distribution system model. According to the power system analysis theory [11] , when the distributed PV power source is not connected, the voltage deviation ∆U k % of the node at the feeder k is given as follows:
After the PV power source is connected to the feeder node, the output current direction is opposite to the load. The voltage deviation ∆U k % of node k after accessing the PV power source can be expressed as follows:
Voltage fluctuations are generally based on time-domain simulation analysis. Let ∆S PV, k be the instantaneous change of electromagnetic power output from the PV power supply at node k. Then, when ∆S PV, k = ∆P PV, k + ∆Q PV, k , the approximate numerical calculation method of the voltage fluctuation is given as follows:
where 
Accessible Capacity Optimization Model
In this paper, the PV maximum access capacity optimization model is established. In addition to the common static safety index constraints, the voltage fluctuation index is not limited. The genetic algorithm and Newton-Raphson algorithm are used to calculate the power flow.
Objective Function
Assuming that the PV of the access node is operating at its rated power, then the PV accessible capacity is expressed as the sum of the rated power of the grid-connected PV units. Based on this, the objective function of the accessible capacity maximization problem is given as follows:
where P PV,i is the rated power of the node i and m is the number of PV units.
Restrictions
In addition to the static safety constraints, such as the common voltage deviation constraints and line thermal constraints, the mathematical model can be expressed as follows:
where U i max and U i min represent the upper and lower limits of the node i voltage, respectively; d max represents the upper limit of the voltage fluctuation; P PV max,j represents the maximum power of the PV power source; and |P k | and P line−max are the line active power amplitude and the maximum allowable power value of the line, respectively.
Model Solving
A large number of studies have shown that genetic algorithms can successfully deal with optimization problems [13] . When solving the accessible capacity optimization model, the Newton-Raphson algorithm has been used to solve the power flow and make the individual satisfy the constraints expressed by Equations (6)- (9) . The conditions and calculation principles are shown in Figure 7 . 
A large number of studies have shown that genetic algorithms can successfully deal with optimization problems [13] . When solving the accessible capacity optimization model, the NewtonRaphson algorithm has been used to solve the power flow and make the individual satisfy the constraints expressed by Equations (6)- (9). The conditions and calculation principles are shown in Figure 7 . 
Simulation Results and Analysis
Based on the IEEE 14-node system and a provincial-level power grid system in Pakistan, the probabilistic power flow calculation with PV is carried out using the MATLAB platform. According 
Based on the IEEE 14-node system and a provincial-level power grid system in Pakistan, the probabilistic power flow calculation with PV is carried out using the MATLAB platform. According to the ideas and methods described in Section 3.3, the influence of a large-scale PV grid-connected on system power flow is studied.
Example 1-IEEE 14 Node System
Taking the IEEE 14-node system shown in Figure 8 as an example, the influence of a PV grid-connected on system node voltage and branch current flow is analyzed. The Monte Carlo simulation method used in this example has a sampling scale of 5000 times. A total of five generators are connected to nodes 1, 2, 3, 6, and 8, respectively, where node 1 is used as a balancing machine, and the total system load is P load = 259 MW. The characteristic parameters of the PV cells used in the examples are shown in Table 1 . to the ideas and methods described in Section 3.3, the influence of a large-scale PV grid-connected on system power flow is studied.
Taking the IEEE 14-node system shown in Figure 8 as an example, the influence of a PV gridconnected on system node voltage and branch current flow is analyzed. The Monte Carlo simulation method used in this example has a sampling scale of 5000 times. A total of five generators are connected to nodes 1, 2, 3, 6, and 8, respectively, where node 1 is used as a balancing machine, and the total system load is Pload = 259 MW. The characteristic parameters of the PV cells used in the examples are shown in Table 1 . To take the light intensity characteristics of three regions in Germany as an example, a pseudoflow calculation using PVs is carried out. The fitting parameters of the light intensity Beta distribution in each region are shown in Table 2 . To take the light intensity characteristics of three regions in Germany as an example, a pseudo-flow calculation using PVs is carried out. The fitting parameters of the light intensity Beta distribution in each region are shown in Table 2 . Assume that the PV power plant PV1 is connected to the system node 4, and the probability density distribution function of the voltage amplitude is calculated by taking node 5 when the PV access capacity is 90 MW, 100 MW, 110 MW, and 120 MW. The probability density function analysis of this case is shown in Figure 9 . Assume that the PV power plant PV1 is connected to the system node 4, and the probability density distribution function of the voltage amplitude is calculated by taking node 5 when the PV access capacity is 90 MW, 100 MW, 110 MW, and 120 MW. The probability density function analysis of this case is shown in Figure 9 .
Probability Density Function
Voltage Amplitude (p.u.) The fixed PV access capacity is 120 MW, and the voltage amplitude probability density distribution function of node 4, node 9, node 14, and node 13 are shown in Figure 10 .
Voltage Amplitude (p.u.) The fixed PV access capacity is 120 MW, and the voltage amplitude probability density distribution function of node 4, node 9, node 14, and node 13 are shown in Figure 10 . Assume that the PV power plant PV1 is connected to the system node 4, and the probability density distribution function of the voltage amplitude is calculated by taking node 5 when the PV access capacity is 90 MW, 100 MW, 110 MW, and 120 MW. The probability density function analysis of this case is shown in Figure 9 .
Voltage Amplitude (p.u.) It can be seen from Figure 9 that as the PV access capacity increases, the node voltage probability distribution becomes more dispersed and the voltage volatility becomes greater. Excessive voltage fluctuations may cause the node voltage to exceed the limit, which will adversely affect the safe and stable operation of the power grid. Nodes 4, 9, 14, and 13 are gradually increased from the PV access point. As shown in Figures 8 and 10 , the closer the PV access point is, the larger the voltage amplitude fluctuation range is.
Influence of PV Grid-Connected on Branch Flow
For the branch flow, a similar trend can be obtained for the PV access capacity. The more distributed the tidal current distribution is, the greater the volatility is. The standard deviation of the active power of the branch under the condition that the PV access capacity varies from 80 to 150 MW. It was found that the standard deviation of the relative power values of each branch is approximately linear with the grid-connected PV capacity, and the increase of the PV grid-connected capacity does not change the order of influence of each line.
According to the results of the probabilistic power flow calculation, the trend of all of the branches is over-limit. Some of the results are shown in Table 3 (more than 15% of the absolute value of the non-PV branch flow is considered to be exceeded). It can be seen from the results that branch 3-4 and 9-10 exhibit a very high probability of exceeding the limit. Branch 9-14 may have a limit when the PV grid-connected capacity exceeds 100 MW, but the probability is low. Table 3 . Influence of PV access capacity on the probability of branch flow exceeding the limit. Table 4 . The results of branch 3-4, branch 9-10, and branch 9-14 are positive and the absolute values are large. These results indicate that the change of power flow caused by changing the unit injection power is the largest. Therefore, when the statistical transmission power exceeds the probability of three branches, this is the greatest risk, and these results are in complete agreement with the previous conclusions.
If the PV power plant access capacity is unchanged at 120 MW, and Monte Carlo sampling is used to calculate the total network loss of the system under different access points, then, the network loss of the system is shown in Figure 11 . If the PV power plant access capacity is unchanged at 120 MW, and Monte Carlo sampling is used to calculate the total network loss of the system under different access points, then, the network loss of the system is shown in Figure 11 .
Total Netwok Loss (MW)
PV Access Points The results from Figure 11 can be analyzed, and the conclusions are as follows:
(1) The original system power is mainly sent out by node 1 and node 2. The integration of the PV into any position, except nodes 1 and 2, is obviously beneficial in order to balance the active power flow distribution, to reduce the system network loss, to select the heavy load node, and to obtain the minimum expected loss of the network loss. From the perspective of improving the network loss, the PV grid connection point should be selected at the power receiving end of the system. (2) If the output line of the PV grid-connected point is a low-voltage line with a high resistance value, such as node 12, and the PV output cannot be locally absorbed, then the system network loss improvement effect is poor. The results from Figure 11 can be analyzed, and the conclusions are as follows:
(1) The original system power is mainly sent out by node 1 and node 2. The integration of the PV into any position, except nodes 1 and 2, is obviously beneficial in order to balance the active power flow distribution, to reduce the system network loss, to select the heavy load node, and to obtain the minimum expected loss of the network loss. From the perspective of improving the network loss, the PV grid connection point should be selected at the power receiving end of the system. (2) If the output line of the PV grid-connected point is a low-voltage line with a high resistance value, such as node 12, and the PV output cannot be locally absorbed, then the system network loss improvement effect is poor.
Example 2-Actual Provincial Grid System
The actual provincial power grid system is located in the northern region and has abundant sunshine. It is suitable for establishing a centralized large-scale grid-connected PV power generation system and for directly accessing the transmission network. The simulation analysis shows that the influence of the grid connection of a single PV power station on the system node voltage and branch power flow is consistent with the conclusion of Example 1. It is limited to the length, and will not be discussed here. According to the planned total installed capacity of the grid in the region, it will reach 1500 MW. Based on the grid structure of the current power grid, it is difficult to achieve the planned scale of the single PV power grid. Therefore, adopting multiple PV power plant access systems to increase the PV installed capacity of the grid as much as possible is considered.
The Influence of PV Output Correlation on Grid Power Flow
As a result of the different grid structures, line parameters, reactive power compensation, and power generation and load, the maximum PV access capacity of the different PV grid-connected systems is quite different. Among the location of the PV Internet access and the proportion of output, four nodes are selected for the PV grid connection, so that the total installed capacity can meet the planning requirements. As shown in Table 5 , the measured power flow is calculated by using the measured data of the PV power station in the region. In this example, the Monte Carlo probability flow calculation method is used based on Latin hypercube sampling, and the sampling scale is 1000 times. Table 5 . PV access points and grid-connected capacity (MW).
PV Grid Connection
Grid Capacity PV1 [9] 150 PV2 [13] 450 PV3 [29] 300 PV4 [34] 600
The correlation coefficients according to three coefficient settings (high, moderate, and low correlation) are shown in Table 6 . The results of the calculation of the probability density distribution of the relative values of the branches under different correlation coefficients are shown in Figure 12 (based on the original power flow without PV). It can be seen from Figure 12 that the larger the correlation coefficient of the output of the PV power station becomes, the more concentrated the distribution of the tidal current becomes, and the smaller the fluctuation range becomes. As the branch flow fluctuation caused by the PV grid connection has directionality, the power flow may fluctuate positively or reversely after the grid connection. If the fluctuation is opposite to the direction of the current when there is no PV, the flow will decrease. The fluctuation with an opposite direction does not affect the safe operation of the grid, as shown in Figure 12a . If the fluctuation is the same as the original flow direction, as shown in Figure  12b , it is possible to cause the trend to exceed the limit. Under the higher correlation coefficient, the probability density distribution exhibits the characteristics of a peak and thick tail, and the tail probability is larger. It can be seen from Figure 12b that, although the fluctuation range is small, the probability of the tidal limit may be greater (still based on 15% of the original trend as a basis for judgment). Therefore, when studying the influence of the PV grid connected on the system currents, the correlation of the multi-power station output cannot be ignored. For the node voltage, there are similar conclusions, which are not repeated here. It can be seen from Figure 12 that the larger the correlation coefficient of the output of the PV power station becomes, the more concentrated the distribution of the tidal current becomes, and the smaller the fluctuation range becomes. As the branch flow fluctuation caused by the PV grid connection has directionality, the power flow may fluctuate positively or reversely after the grid connection. If the fluctuation is opposite to the direction of the current when there is no PV, the flow will decrease. The fluctuation with an opposite direction does not affect the safe operation of the grid, as shown in Figure 12a . If the fluctuation is the same as the original flow direction, as shown in Figure 12b , it is possible to cause the trend to exceed the limit. Under the higher correlation coefficient, the probability density distribution exhibits the characteristics of a peak and thick tail, and the tail probability is larger. It can be seen from Figure 12b that, although the fluctuation range is small, the probability of the tidal limit may be greater (still based on 15% of the original trend as a basis for judgment). Therefore, when studying the influence of the PV grid connected on the system currents, the correlation of the multi-power station output cannot be ignored. For the node voltage, there are similar conclusions, which are not repeated here.
Analysis of the Trend Factors Restricting PV Grid-Connected Capacity
As the capacity of the network increases in the calculation of the power flow of the PV systems, there may be a phenomenon that the power flow calculation does not converge. This paper uses the MATLAB interface program to call PSASP 6.282 for calculation, to select a 110 KV bus as the PV access point, and to obtain the PV critical installed capacity when the power flow calculation does not converge, which is defined as the PV and network capacity limit. The voltage changes of each node are shown in Figure 13 , and the nodes with the most obvious voltage drop are examined in Table 7 . As the capacity of the network increases in the calculation of the power flow of the PV systems, there may be a phenomenon that the power flow calculation does not converge. This paper uses the MATLAB interface program to call PSASP 6.282 for calculation, to select a 110 KV bus as the PV access point, and to obtain the PV critical installed capacity when the power flow calculation does not converge, which is defined as the PV and network capacity limit. The voltage changes of each node are shown in Figure 13 , and the nodes with the most obvious voltage drop are examined in Table 7 .
Voltage difference (p.u.) Node number After the PV grid connection, the most obvious point of voltage drop is the 110 KV busbar near the grid connection point or its transformer low-voltage side busbar. The main reason for reaching the grid-connected limit is that when the PV grid-connected capacity is too large, the system's reactive power compensation is insufficient, and the voltage near the grid is insufficient to support it.
In addition, the type of PV grid-connected busbar also affects the PV systems. The changes of the PV access point bus and the limit capacity of PV access are shown in Table 8 . After the PV grid connection, the most obvious point of voltage drop is the 110 KV busbar near the grid connection point or its transformer low-voltage side busbar. The main reason for reaching the grid-connected limit is that when the PV grid-connected capacity is too large, the system's reactive power compensation is insufficient, and the voltage near the grid is insufficient to support it.
In addition, the type of PV grid-connected busbar also affects the PV systems. The changes of the PV access point bus and the limit capacity of PV access are shown in Table 8 . For the PV nodes, there is enough adjustable reactive capacity to maintain a given voltage amplitude. At this time, the PV can have the largest grid-connected capacity. If the node is a PV-to-PQ type node and the reactive power capacity upper limit is reached, the PV node starts to convert to the PQ node and the PV grid-connected limit is reduced. When the grid-connected point is the PQ node, the power is fixed and there is no reactive power adjustment capacity and responsiveness to the voltage changes. Therefore, when selecting a PV access point, from the perspective of voltage control, it is better to select a node with a strong reactive power adjustment capability and an automatic voltage regulating device in order to improve the PV receiving capability of the system.
Distribution Network Model
One example of the IEEE 33-node distribution network standard is shown in Figure 14 [11] . The total active load of the distribution network model is 3.5 MW, the load power factor is 0.9, the busbar rated voltage is 12 KV, the node 1 is the balance node, the other nodes are the P/Q nodes, and the feeders are all LGJ-240 standard overhead lines. According to the provisions of GB/T12325-2008 and GB/T12326-2008 [15, 16] , the constraint of the voltage deviation in the optimization calculation is ±7% and the voltage fluctuation constraint is ±3%. For the PV nodes, there is enough adjustable reactive capacity to maintain a given voltage amplitude. At this time, the PV can have the largest grid-connected capacity. If the node is a PV-to-PQ type node and the reactive power capacity upper limit is reached, the PV node starts to convert to the PQ node and the PV grid-connected limit is reduced. When the grid-connected point is the PQ node, the power is fixed and there is no reactive power adjustment capacity and responsiveness to the voltage changes. Therefore, when selecting a PV access point, from the perspective of voltage control, it is better to select a node with a strong reactive power adjustment capability and an automatic voltage regulating device in order to improve the PV receiving capability of the system.
One example of the IEEE 33-node distribution network standard is shown in Figure 14 [11] . The total active load of the distribution network model is 3.5 MW, the load power factor is 0.9, the busbar rated voltage is 12 KV, the node 1 is the balance node, the other nodes are the / nodes, and the feeders are all LGJ-240 standard overhead lines. According to the provisions of GB/T12325-2008 and GB/T12326-2008 [15, 16] , the constraint of the voltage deviation in the optimization calculation is ±7% and the voltage fluctuation constraint is ±3%. When the PV power supply is centrally connected to node 17, the power is available for 1 MW, and the power factor cos is φ = 1, the voltage level of the feeder part node is shown in Table 9 . When the PV power supply is centrally connected to node 17, the power is available for 1 MW, and the power factor cos is ϕ = 1, the voltage level of the feeder part node is shown in Table 9 . In Table 9 , the node voltage rise is taken as a positive value. It can be seen that the PV power supply has good voltage support capability for the distribution network node, so a reasonable allocation is needed. The access node of the PV power source can be used to improve the voltage distribution of the small-scale power grid. Figure 15 . It can be seen from Figure 15 that as the capacity of the PV power supply to the distribution network increases, the voltage fluctuation value of the feeder node also increases, possibly exceeding the voltage fluctuation limit. At the same time, when the PV power factor is higher, then the reactive power output and the impact on the grid voltage fluctuation become smaller. Therefore, in actual operation, the PV power supply should be operated as a unit of power factor. In Table 9 , the node voltage rise is taken as a positive value. It can be seen that the PV power supply has good voltage support capability for the distribution network node, so a reasonable allocation is needed. The access node of the PV power source can be used to improve the voltage distribution of the small-scale power grid. 
Maximum Accessible Capacity Calculation
To examine the relationship between the fluctuation coefficient value λ PV and the constant volume problem of PV power supply access, it is considered that the PV power sources can access 3, 6, 14, 16, 18, 20, 23, 25, 26 , and 28 nodes, and the PV power factor cos ϕ can takes 1 and 0.95. The genetic algorithm is used to optimize the maximum accessible capacity model, and the relationship between the power fluctuation of the PV power source and the maximum accessible capacity is obtained in Figure 16 . between the power fluctuation of the PV power source and the maximum accessible capacity is obtained in Figure 16 . It can be seen from Figure 16 that under the same power fluctuation coefficient, the PV power supply access capacity is closely related to the power factor. As the power factor becomes higher, the accessible capacity becomes higher. For the unit power factor cos φ = 1, when the PV power supply power fluctuation coefficient < 0.3, the maximum accessible capacity of DG remains basically unchanged, and the voltage deviation constraint is limited. The main reason for the increase in the capacity of the PV power supply is that the maximum accessible capacity of PV is 2.6148 MW. When the PV power active power fluctuation coefficient ≥ 0.4, the PV power output fluctuation amplitude has a negative correlation with the maximum accessible capacity of the PV. The voltage fluctuation constraint is the main reason for limiting the allowable ratio of the PV power supply.
The optimal access capacity calculation results of each node are listed in Table 10 . These results may be installed as the capacity planning of distributed PV power supplies and provide a reasonable decision-making plan. At the same time, according to different power fluctuation coefficients, the optimal accessibility can be calculated for each node of the distribution network, similar to Table 10 . Therefore, from these results, an offline optimal access capacity countermeasure tables can be generated, and under different illumination conditions (corresponding to different power fluctuation coefficients), the PV power supply can be used to improve the grid's ability to dissipate the distributed power. It can be seen from Figure 16 that under the same power fluctuation coefficient, the PV power supply access capacity is closely related to the power factor. As the power factor becomes higher, the accessible capacity becomes higher. For the unit power factor cos ϕ = 1, when the PV power supply power fluctuation coefficient λ PV < 0.3, the maximum accessible capacity of DG remains basically unchanged, and the voltage deviation constraint is limited. The main reason for the increase in the capacity of the PV power supply is that the maximum accessible capacity of PV is 2.6148 MW. When the PV power active power fluctuation coefficient λ PV ≥ 0.4, the PV power output fluctuation amplitude has a negative correlation with the maximum accessible capacity of the PV. The voltage fluctuation constraint is the main reason for limiting the allowable ratio of the PV power supply.
The optimal access capacity calculation results of each node are listed in Table 10 . These results may be installed as the capacity planning of distributed PV power supplies and provide a reasonable decision-making plan. At the same time, according to different power fluctuation coefficients, the optimal accessibility can be calculated for each node of the distribution network, similar to Table 10 . Therefore, from these results, an offline optimal access capacity countermeasure tables can be generated, and under different illumination conditions (corresponding to different power fluctuation coefficients), the PV power supply can be used to improve the grid's ability to dissipate the distributed power. Table 10 . PV power system optimal accessible capacity at each node (λ PV = 0.5).
Node
Installed Capacity (MW) 
Conclusions
This paper analyzes the large-scale PV access capacity, PV access point, and multi-PV power plant output by probability density distribution, sensitivity analysis, standard deviation analysis, and over-limit probability analysis. The correlation of the PV power plant output from the perspectives of PV access capacity and PV access point, based on the IEEE 14-node system and two provincial-level power grids, are used to produce quantitative research. From the perspective of improving the network loss, the PV access point should take the heavy-duty node. When the PV grid-connected capacity is large, the PV access point should be connected to the high-voltage network and sent out through the low-resistance line. From the perspective of voltage control, it is necessary to choose a strong reactive power adjustment node or to configure an automatic voltage regulator. The simulation experiment was carried out from the examples of the IEEE 33-node distribution network standard, and the following conclusions were obtained: (1) The distributed PV power supply can effectively support the voltage level of the distribution network node, but may cause voltage deviation and voltage fluctuation, which can exceed the limit. (2) The accessible capacity of the PV power sources is closely related to its power fluctuation coefficient. When the output electromagnetic power fluctuation amplitude is small under the same power factor, the voltage deviation is the main factor affecting the accessible capacity. When the fluctuation amplitude is large, the voltage fluctuation index becomes the main influencing factor; at the same time, the power factor of the PV power source can be lowered. (3) According to the optimization model proposed in this paper, the offline maximum access capacity countermeasure table is generated, which provides scientific decision-making schemes for the grid-connected capacity of the PV power sources under different illumination conditions, in order to improve the grid's consumption of distributed power sources. This paper deploys limited power electronics technologies that have improved on the power efficiency and simple hardware design of the PV standards. Recent trends focus on more efficient and limited power electronics technologies in this field. In the future, various influencing factors should be considered comprehensively, the capacity of PV power plants should be properly allocated, and the ability of the grid to absorb intermittent power sources can be improved, so that centralized large-scale PV power generation can become a reality.
